
Hose End Drain Valve

Manual Air Vent

Heat Zone Return

Heat Zone Supply

 pipe connections w/ ATC
 Contractor

 Contractor shall coordinate*

~~
~~~ ~

~~

~
~ ~

~

UnionTypical

in partition. Provide an
Access Door.

Perimeter Heat Enclosure

~ ~
~ ~

See Floor Plans for location.

Pipe Insulation Typical

Heating Elements. See Floor
Plans & Schedule for location,
capacity, & length

Partition

Finished Floor

Shut Off Valve

For X & Y provide the minimum lengths

Recommendations for each Flow Meter
of straight pipe as per manufacturer's

Fitting

Note:**

~~

No Scale

Perimeter Heat Detail - Zoned Perimeter Heat System Connections

For Enclosure type see Specification
& Enclosure Detail

** **
X Y

Shut Off Valve

Balancing Valve
Flow Meter Station w/

Detail #16 - PerimHeatdet 02-24-2024 Tab:1 - Floor Zone System



NO

Hose End Drain Valve

ATC Valve
PD. - 10 ft. MaxManual Air Vent

Reheat Return
Reheat Supply

Strainer w/ Hose End
Drain Valve

 pipe connections w/ ATC
 Contractor

 Contractor shall coordinate*

~~
~~~ ~

~~

~
~ ~

~

Union Typical

in partition. Provide an
Access Door.

Perimeter Heat Enclosure

~ ~
~ ~

See Floor Plans for location.
For Enclosure type see Specification
& Enclosure Detail

Pipe Insulation Typical

Heating Elements. See Floor
Plans & Schedule for location,
capacity, & length

Partition

Finished Floor

Shut Off Valve by ATC
To nearest TEC

Shut Off Valve

For X & Y provide the minimum lengths

Recommendations for each Flow Meter
of straight pipe as per manufacturer's

Fitting

Note:**

** **
X Y

No Scale

Perimeter Heat Detail - Reheat System Connections

Balancing Valve
Flow Meter Station w/

Detail #16 - PerimHeatdet 02-24-2024 Tab:2 - Floor Zone by Reheat System



Zoned HR Riser to Next Floor
Zoned HS Riser to Next Floor 

~~~ ~

~~

~
~ ~

~

Perimeter Heat Enclosure

~ ~
~ ~

See Floor Plans for location.
For Enclosure type see Specification
& Enclosure Detail

Pipe Insulation Typical

Heating Elements. See Floor
Plans & Schedule for location,
capacity, & length

Partition, Wall or Column

Finished Floor

No Scale

Perimeter Heat Piping Detail - Zoned Riser System 

~

~
~

Enclosure. See Architectural 
Plans for Location & Details

Flow Meter Station w/

Shut Off Valve

Access Door

Zoned HS Riser From Floor Below Zoned HR Riser From Floor Below

Pipe Sleeve Typical. See Separate
Detail for Installation

~ ~

~

Union Typical

Access Door

Hose End Drain Valve

Balancing Valve

Detail #16 - PerimHeatdet 02-24-2024 Tab:3 - Zoned by Exposure Multiple Floors



~ ~

4"
M

in
.

12
",1

8"
,2

4"

4"Min.
6"Max.

16
",2

2"
,2

8"

16 Ga Cover and
Stamped Grille

~

Type 'A' - Sloping Top

Window & Sill. See
Arch. Dwgs. for
Elevation

secure to wall

Finished Floor

Detail #16 - PerimHeatdet 02-24-2024 Tab:4 - Wall Mtd Sloping Top



~ ~

12
",1

8"
,2

4"
4"

16
",2

2"
,2

8"

Extruded Aluminum
Grille. Secure to wall

~

Type 'B' - Horizontal Top

M
in

.

Window & Sill. See
Arch. Dwgs. for
Elevation

16 Ga Cover and

4"Min.
6"Max.

Finished Floor

Detail #16 - PerimHeatdet 02-24-2024 Tab:5 - Wall Mtd Horizontal Top



~ ~

3"

6"Max.

10
"M

in
.

7"

~

Type 'C' - Compact Cover

M
in

.

16 Ga Cover and

Arch. Dwgs. for
Window & Sill. See

Grille. Secure to wall
Extruded Aluminum

Elevation

Finished Floor

Detail #16 - PerimHeatdet 02-24-2024 Tab:6 - Wall Mtd Compact



~ ~

4"Min.
6"Max.

2"
Min.

~

3"
M

ax
.

4"
M

in
.

6"
M

ax
.

7"
M

in
.

8"
M

ax
.

Type 'D' - Pedistal

1" IPS pipe secureCast Alum. Base
w/ set screws to Floor

Extruded Aluminum
Grille. Secure to wall

Window & Sill. See

16 Ga Cover and

Arch. Dwgs. for

Finished Floor

Detail #16 - PerimHeatdet 02-24-2024 Tab:7 - Floor Mtd Pedestal



8"
M

ax
.

7"
M

in
.

M
ax

.
4"

Type 'E' - Concealed

to Floor
1" IPS pipe secure

4"Max.
3"Min.

Min.

~~ ~

2"

4"
M

ax
.

3"
M

in
.

Arch. Dwgs. for Details
Window & Sill. See

Cast Alum. Base
w/ set screws

1" Min.

Architectural Grille. See
Arch. Dwgs. for Size.  
Typical of two at each element.

R-11 Insulation. See
Arch. Dwgs. for Details

Gyp. Bd. wall and framing.
See Arch. Dwgs. for Details

CMU See
Arch. Dwgs.

6" Min., 7" Max.

~ ~~

Column beyond. See
Arch. and Struct. Dwgs.   

insulated piping. See Arch.
Furring around column and 

Dwgs. for Details

Finished Floor

Detail #16 - PerimHeatdet 02-24-2024 Tab:8 - Floor Mtd Concealed
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