
Detail : T & P Relief Valve Installation
No Scale

Full size valve connection
to pressure vessel or 

and discharge pipe
Full size valve connection

piping system

extend to funnel drain

Valve discharge piping shall
include only one (1) elbow.

Valve installed in a vertical
Position only. Pressure rating
Must no more that 10 Psi above

Temperature/Pressure Relief

to the nearest floor drain
with a funnel from valve discharge 
Provide an indirect drain extension 

to the nearest floor drain. Indirect
with a funnel from valve discharge 
Provide an indirect drain extension 

Pipe clamps secure to unistrut channels
Size and spacing of clamps to suit
Installed pipe size.

System Operating Pressure

With a 12 inch long vertical leg.
Full size piping from valve discharge

2"

2"

Funnel Drain

Provide Unistrut Type Channels for support
of drain extension piping. Secure channels 
to floor. 

Drain extension shall be one pipe
size larger that the valve discharge
Pipe

Floor Drain

Mechanical Room Floor

Pipe Hanger and hanger rod
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