
Detail : Sprinkler Valve Installation
No Scale

New Construction - Without PRV

Flow Switch

O.S.Y. Valve

New Sprinkler Riser

See Specifications
Valve Supervisory Switch

by Electrical Contractor
Wiring to Fire Alarm System

O.S.Y. Valve

Sprinkler Piping 
to Floor or Zone

Union

Victaulic Test Master

New Riser Drain

See Specifications

Detail #36 - Szvdet 02-26-2024 Tab:1 - Spkl Zone Valve No PRV



Detail : Sprinkler Valve Installation
No Scale

New Construction - With PRV

New Sprinkler Riser

See Specifications
Valve Supervisory Switch

by Electrical Contractor
Wiring to Fire Alarm System

O.S.Y. Valve

Sprinkler Piping 
to Floor or Zone

Union

Victaulic Test Master

New Riser Drain

See Specifications

PRV

Flow Switch

Pressure Gauge

Check Valve

Detail #36 - Szvdet 02-26-2024 Tab:2 - Spkl Zone Valve With PRV
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