
Detail - Cooling Tower Internal Water Level Controller
No Scale

12" Long, 4" Diameter PVC Pipe

Five Probes by BAS

FRP Equalizing Line Slope to Drain
Pipe. See Plans for Pipe Size

Cooling Tower Water Level

Removable Cap

Pipe Support Secure to Platform

Cooling Tower Base Rail

High Water Alarm Probe
Make Up Water Off Probe
Make Up Water On Probe
Low Water Alarm Probe
Ground Reference Probe

Provide Sufficient LFMC Cable Length
to Allow Removal of the Probe
Assembly from the Tube Without
Disconnecting Cable

3/4" PVC Conduit and Wiring by BAS
Contractor. Seal End of Conduit With Water
Tight Sealant

Steel Supports See
Structural Drawings

Vibration Isolator

1/2" Vent Opening

Water Level Control Panel Mount on the Side of
the Cooling Tower. Coordinate the location with
the CT Service Platform.

120V Power Wiring in 3/4" PVC Conduit. See
Electrical Drawings

Control Wiring in 3/4" PVC Conduit to BAS
Control Panel By BAS Contractor

2" Drain Thru Roof

Removable End Cp

Tower Over Flow Connection

Tower Fill Connection - Capped
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Detail - Cooling Tower External Water Level Controller
No Scale

4" Clear Plastic Water Level
Pipe

2" MIN

Five Probes by BAS

2" Drain Thru Roof

FRP Equalizing Line Slope to Drain
Pipe. See Plans for Pipe Size

Cooling Tower Water Level

Removable Cap

Pipe Support Secure to
Steel Framing

Cooling Tower Base Rail

High Water Alarm Probe
Make Up Water Off Probe
Make Up Water On Probe
Low Water Alarm Probe
Ground Reference Probe

Provide Sufficient LFMC Cable Length
to Allow Removal of the Probe
Assembly from the Tube Without
Disconnecting Cable

3/4" PVC Conduit and Wiring by BAS
Contractor. Seal End of Conduit With Water
Tight Sealant

Steel Supports See
Structural Drawings Vibration Isolator

1/2" Vent Opening

Removable End Cp

Water Level Control Panel Mount on the Side of
the Cooling Tower. Coordinate the location with
the CT Service Platform.

120V Power Wiring in 3/4" PVC Conduit. See
Electrical Drawings
Control Wiring in 3/4" PVC Conduit to BAS
Control Panel By BAS Contractor
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