
Notes :
1.

No Scale

Typical Laboratory Gas Zone Valve Piping Detail

See Valve and Fitting Installation Detail for Additional Requirements

~~
Gas supply from source. See
Floor plan for pipe size.

Ball Valve - Shut Off
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Gas supply to laboratory. See
Floor plan for pipe size.
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Closed

Aluminum Frame with
Clear Window.

Piping in partition. Typical

Adjustable Steel Bracket
Top and Bottom.

Steel Box Assenbly

Front View

Top View

Side View

Knockout Holes for Piping
Typical of two

Laboratory Gas Zone Valve Box.
See Mechanical Plans for location.
See Architectural Plans for
Mounting Heigth

Center Line of Valve Box
48 Inches AFF
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