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Bio Safety Cabinet Piping Detail
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Vacuum main see floor plan
for location and size

Notes :
1. See Valve and Fitting Installation Detail for Additional Requirements.

2. This detail is typical for each Bio Safety Cabinet.

~ ~

Finished Ceiling

1/2" vacuum riser
in partition

1/2" vacuum to BSC.
See submittal for actual
rough in location.

BIO SAFETY CABINET

Use 1/2 inch copper pipe with
brazed fittings

Pipe hangers to structure
Typical

Shut off valve

Finished Floor

Bio Safety Cabinet and Stand
by others. See Architectural
drawings for locations.

Escutcheon plate at pipe
penetration through partition

Union

Vertical pipe supports secure
to metal studs. Typical
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