
Detail: Support Base - HVAC Piping
No Scale

Wood Nailer

Asphalt over Base Sheet
Set Curb in Hot Modified

Remove Aggregate where
Curb will be located & set
Permi Ply Base Sheet in Hot
Modified Asphalt

Roofing
Existing built up

Cap Sheet
Asphalt w/ Mineral Surfaced
Glass Felts set in Hot Modified
2 Layers Permi Ply IV Asphalt
Base Flashing

Provide 2 x 2 galvanized steel Unistrut
Supports as required for HAVC Piping.

Type ES-1, 18" High
Pate Equip. Support

FRP Cond Water Piping. See
Plans for Size and Location

Secure Unistrut Members to the base
with galvanized lag bolts and washers.

Side View

See Plans for Location, Spacing
and Quantity

Front View

Secure to Unistrurt with Galvanized
U Type Galvanized Pipe Clamp  

Bolts, Nuts and Washers

Roofing
Existing built up

See Plans for sizes
Power and ATC Conduits

See Plans and Diagram 
FRP Cond Water Piping  

for Sizes

Diagrams for size.
CT Drain Piping. See Plans and  

Unistruit Galvanized Pipe Support 

See Front View for Piping
and Conduit Arrangement

18
" H

Pipe Support Assembly

X" Length

Engineer to identify length

+/- 6" on Center
Galvanized Lag Screws at

Pipe Saddle Extend a Minimum of
6" on Each Side of Pipe Clamp
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Detail: Support Base - HVAC Piping
No Scale

Wood Nailer

Asphalt over Base Sheet
Set Curb in Hot Modified

Remove Aggregate where
Curb will be located & set
Permi Ply Base Sheet in Hot
Modified Asphalt

Roofing
Existing built up

Cap Sheet
Asphalt w/ Mineral Surfaced
Glass Felts set in Hot Modified
2 Layers Permi Ply IV Asphalt
Base Flashing

Provide 2 x 2 galvanized steel Unistrut
Supports as required for HAVC Piping.

Type ES-1, 18" High
Pate Equip. Support

FRP Cond Water Piping. See
Plans for Size and Location

Secure Unistrut Members to the base
with galvanized screws and washers.

Side View

See Plans for Location, Spacing
and Quantity

Front View

Pipe Clamp Bolt to Unistrurt
U Type Galvanized Pipe  

with Galvanized Bolts and Washers

Roofing
Existing built up

See Plans for sizes
Power and ATC Conduits

See Plans and Diagram 
FRP Cond Water Piping  

for Sizes

Diagrams for size.
CT Drain Piping. See Plans and  

Unistruit Galvanized Pipe Support 

See Front View for Piping
and Conduit Arrangement

18
" H

Pipe Support Assembly

X" Length

Engineer to identify length

+/- 6" on Center
Galvanized Lag Screws at

See Structural Drawings for Sizes.
Steel I Beam and vertical channels 

Secure channel to support assembly

Support Spacing to Meet Pipe
Hang FRP Piping from Steel Beam

Manufactures Requirements.

Plans for Size
Steel I Beam See Structural

with Galvanized Bolts and Washers

CT Drain Piping 
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Detail: Support Base - Duct Work
No Scale

Wood Nailer

Asphalt over Base Sheet
Set Curb in Hot Modified

Remove Aggregate where
Curb will be located & set
Permi Ply Base Sheet in Hot
Modified Asphalt

Roofing
Existing built up

Cap Sheet
Asphalt w/ Mineral Surfaced
Glass Felts set in Hot Modified
2 Layers Permi Ply IV Asphalt
Base Flashing

Provide 2 x 2 galvanized steel Unistrut
Supports as required to align the duct

Type ES-1, 18" High
Pate Equip. Curb

Sheet Metal Exhaust Duct. See
Plans for Size and Location

with the Exhaust Fan inlet. Secure 
Unistrut Members to the base with
lthe duct with galvanized screw, bolts
and washers

Elevation

See Plans for Location, Spacing
and Quantity

Connection of the Exhaust Fan
the same Elevation of the Inlet
Center Line of Duct to be at

Detail #48 - Esbdet 02-26-2024 Tab:3 - Duct Support



~

Detail: Support Base - Equipment
No Scale

Wood Nailer

Asphalt over Base Sheet
Set Curb in Hot Modified

Remove Aggregate where
Curb will be located & set
Permi Ply Base Sheet in Hot
Modified Asphalt

Roofing
Existing built up

Cap Sheet
Asphalt w/ Mineral Surfaced
Glass Felts set in Hot Modified
2 Layers Permi Ply IV Asphalt
Base Flashing

Mech. Equip. Base. Secure
to isolator

Type ES-1, 18" High
Pate Equip. Curb Vibration Isolators as required

Secure to support base

Elevation

See Plans for Location, Spacing
and Quantity
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