
Existing Water Level Control
Assembly

Cooling Towers

Hose End 3/4 inch Service
Valve Typical

Line Size Isolation Valve
Typical

Cooling Towers

CT Drain Meter and Shut Off
Valves  See Separate Detail
for Additional Requirements

Roof Curb Assembly

Make Up Water Meter and
Valve Assembly

Power Conduit

Control Conduit

Roof Level

Penthouse Floor Level

ATC Drain Valve - Piping

ATC Drain Valve - Equalizing Line

ATC Drain Valve - Cooling Tower

No Scale

Detail - CT Automatic Drain and Fill

Steel Piping See Specs
FRP Piping See Specs

FRP Piping 24 inches
Below Roof Deck

Dedicated Drain Riser Riser
Down through Building. See
Plumbing Drawings for Con't
and Size

Engineer to Size the Riser Volume
of Water for each Cooling Tower
 to be Drained One at a Time Plus
the Piping.

Pipe Sleeves See Seperate
Detail for Requiremets

Cooling Tower Overflow
Drain

Conderser Water Piiping See
Mechanical Drawings for
Con't and Size
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